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| BUTTERFLY VALVE\\'_;
DO NOT USE BALANCING VALVE ==

TRIPLE DUTY —
VALVE WITH MEMORY STOP BALL VALVE
| SILENT CHECK VALVE —— BUTTERFLY
VALVE

FLEXIBLE CONNECTIONS —

MINIMUM 5 PIPE DIAMETERS
OF STRAIGHT PIPE

PRESSURE GAUGE

FLANGED CONNECTION, TYP.
CONCENTRIC DECREASER

SUCTION DIFFUSER
WITH STRAINER

CONCENTRIC INCREASER —
END SUCTION P

1" THICK ISOLATION

PAD (TYP.) ., PIPE SUPPORT, MIN. 1
\ - 1” NEOPRENE PAD UNDER
|—éﬂ» S PIPE SUPPORT

4" HIGH CONCRETE PAD PROVIDE 4-5/8" DIA. ANCHOR
BOLTS W/ MIN. 3 1/2" EMBEDMENT

EQUIPMENT BASE
3/4" DRAIN VALVE, ROUTE TO NEAREST
SPILLOVER AT FLOOR DRAIN.
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